
230MI Meter Isolator - 230MI - 230MIC163 - 230MIC363

Package Contents

Disassembly of Meter Isolator
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Parts Identification

A B C D E
A
B
C

D
E
F

Base
Miniature Circuit Breaker (MCB) 
Acessory bag
p  Pole filler
p  Pan head screws(3.5 mm) 
    for base mounting
p  Screw caps
Housing
Housing screws(1/8BSW)
Instruction sheet

NNZ60542 

NNZ60542 

F

Provision for back wiringProvision for top and bottom wiring 
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1/2NNZ60542-00

HAZARD OF ELECTRIC SHOCK, EXPLOSION, OR ARC FLASH
p  Turn off all power supplying this device before working on it.
p  Use a voltage tester with a suitable rated voltage in order to 
    check that all active conductors aren’t energized.
p  Carefully inspect the work area to check that no tools or objects 
    could have been left inside the equipment.
Failure to follow these instructions will result in death or 
serious injury.

 

 DANGER

PLEASE NOTE
p  The installation, maintenance and eventual replacement of this 
    device must only be carried out by a qualified electrician.
p  This device must not be repaired.
p  All applicable local, regional and national regulations must be 
    complied with during the installation, use, maintenance and 
    replacement of this device.
p  This device should not be installed if, when unpacking it, you 
    observe that it is damaged.
p  Schneider Electric cannot be held responsible in the event of 
    noncompliance with the instructions in this document and in the 
    documents to which it refers.
p  The service instruction must be observed throughout the life 
    time of this device.

Commercial 
Reference

230MIC363

230MIC163

230MIC

MCB

3 Pole(3P)

1 Pole(1P)

-

Knockout Provision



Mounting of Meter Isolatar
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Note: Use pole filler provided in accessory bag to fill the empty modules before closing the cover.

      

          

Schneider Electric reserves the right to change specifications, modify designs and discontinue items 
without incurring obligation and whilst every effort is made to ensure that descriptions, specifications 
and other information in this catalogue are correct, no warranty is given in respect thereof and the 
company shall not be liable for any error therein.
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